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Tubeskin Thermocouple 
Installation 

500-0090
  General Instructions

�
Prepare area where weld pad, 
heat shield and weld clips will be 
installed by grinding to a bare 
metal finish. 

�
Position the sensor on the 
prepared surface. 

Tack weld the weld pad,
then proceed to weld with 
single pass 1/8” fillet weld.

�
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�

�

Weld the weld clip on the 
prepared surface with single 
pass fillet weld ends only.

Position the heat shield over 
the welded weld pad, then 
proceed to weld with 1/8” fillet 
weld on three sides only, do 
not weld on the side where 
the sensor goes in.


